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Why Did EPA Test the Water? 

•Sources of Lead 
•Lead service lines and associated galvanized 

iron pipe, brass plumbing fittings/fixtures, 
leaded solder 

•East Chicago has a large percentage of service 

lines made of lead. 
•Same as many other cities 

EPA-RS-20 17-006353 Interim 2 ED_001281_00017324-00003 



Why Did EPA Test the Water? 

•Street or construction work can sometimes 
disturb service lines, releasing high lead into the 
water 
•EPA did these tests on a pilot basis out of 
abundance of caution. 
•First 43 homes excavated in zones 2 and 3. 
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Lead Service Lines 
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Treatment and Physical Disturbances 
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How Did EPA Test the Water? 

• EPA used /sequential sampling' to test water 

• Different from required compliance testing by city. 

• Sequential sampling is a more rigorous series of 
testing 

• Used by EPA and researchers in previous studies. 

• Compliance testing measures lead levels throughout 
the city's entire drinking water distribution system. 

• One sample per home 

• Sequential sampling focuses on single homes in depth. 

• 16 to 2 

EPA-RS-20 17-006353 Interim 2 ED_001281_00017324-00007 



What is 1Sequential Sampling'? 
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What is 1Sequential Sampling'? 
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What Did the Results Show? 

Summary of Lead Results 
(Before and After Soil Clean-up) 

2 

11 Lead Levels were the same or lower after work 
11 Lead Levels were higher after work 
11 Lead Levels were higher after work, but below 15 
11 Lead testing after work not completed yet 
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t Did the Results S 
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What Did the Results Show? 

•Good chlorine, stable pH, but low phosphate 
•Flushing after completion of soil clean-up 
significantly lowered lead levels at some homes 
with high lead. 
•EPA is reviewing data/information to 
determine whether excavation is affecting lead 
levels in zones 2 and 3. 
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What is Being Done by State/City? 

• IDEM has been working with the City to 
optimize the dosage of the current corrosion 
control treatment. 

• The treatment forms a protective coating on 
the interior of the pipes to reduce lead levels in 
the water. 

• East Chicago is exploring funding for replacing 
lead service lines. 
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What is Being Done by EPA? 

• Potential revisions to the Lead and Copper Rule 
at the national level. 

• Goal: Improve the effectiveness of the rule in reducing 
exposure to lead and copper from drinking water. 

• EPA anticipates proposed rule changes soon. 

• Research to help identify homes with lead 
service lines (scheduled for 2017). 

• Incorporating flushing into standard 
procedures for residential soil clean-up. 
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What Can Residents Do? 

I 
I I I 

• Run the kitchen tap on cold for at least 5 minutes 
before using any tap water for drinking or cooking or 
making baby formula. 

• Use only cold water for eating, drinking and brushing 
your teeth. 

• Boiling water will not remove lead and can concentrate 
it. 

• Clean your faucet aerators on a regular basis to remove 
particles that may contain lead 

More advice is available at 
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Still Have Questions? 

East Chicago Water Sampling Data: 

Information on Lead and Copper Rule Long-Term 
Revisions: 
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